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Figure 3.12-3

S2GF/BELLINGHAM 115 KV LINE

WITH 3 PHASE 12.5 KV UNDERBUILD
(TRANSMISSION LOAD @ 1470 AMPS)
(DISTRIBUTION LOAD @ 550 AMPS)
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Figure 3.12-4

S2GF/CUSTER 115 KV LINE
WITH 3 PHASE 12.5 KV UNDERBUILD

(TRANSMISSION LOAD @ 1665 AMPS)
(DISTRIBUTION LOAD @ 550 AMPS)
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